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OCCUPANT LOAD CALCULATION:

LVL 1:
RECEPTION = 187 SF/100 = 2
VESTIBULE = 161 SF/300 = 1
CONTROL ROOM = 493 SF/100 = 5
STORAGE ROOM = 315 SF/300 = 1
SCORING ROOM = 1411 SF/100 = 14
ORGAN CONSOLE NICHE = 54 SF/100 = 1
PIPE ORGAN SUBCHAMBER EQUIP. = 139 SF/300 = 1
STORAGE 1 = 24 SF/300 = 1
STORAGE 2 = 24 SF/300 = 1
ORGAN BLOWER ROOM = 107 SF/100 = 2

TOTAL LVL 1 OCCUPANCY = 29 OCCUPANTS

LVL 2:
LOUNGE = 1022 SF/15 = 69
(E) OFFICE = 148 SF/100 = 2
(E) OFFICE = 126 SF/100 = 2
NEW STORAGE = 79 SF/300 = 1
PIPE ORGAN MAIN CHAMBER = 168 SF/ 300 = 1
PIPE ORGAN SOLO CHAMBER = 98 SF/300 = 1
PIPE ORGAN PERCUSSION = 168 SF/300 = 1

TOTAL LVL 2 OCCUPANCY = 77 OCCUPANTS

TOTAL OCCUPANT LOAD = 29 + 77 = 106 OCCUPANTS

West Door:
Total width of means of egress = 42"
Total Occupant Load = 109 persons x 0.2 = 21.8"
42" > 21.8"

North Door:
Total width of means of egress = 36"
Total Occupant Load = 109 persons x 0.2 = 21.8"
36" > 21.8"
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Type of Use Occupancy Load Factor Total Occupancy
Male

WC Urinal Lavs

Female

WC Lavs

Unisex

WC Lavs

Drinking
Fountain

Service
   Sink

Required

Provided187 SF RECEPTION
493 SF CONTROL ROOM
1411 SF SCORING ROOM
148 SF OFFICE
126 SF OFFICE
1022 SF LOUNGE
TOTAL SF = 3387

Office 3387 / 200 SF 17 = (9/9) 1 1 1 1 1 0 0 0 1

3 2 3 3 3 0 0 0 1
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